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A description of the line system test results follows:
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The following line test tolerances are accepted by Heath Consultants Incorporated
SUCTION SYSTEM: One hour indicated leak rate of 0.025 gallons.

Bleed BackFolerance - 0.50 gallons.

Acceptable Test Pressure: Not more than 15 p.s.i.g. and not less than 5 p.s.ig.
SUBMERSIBLE SYSTEM: -One hour mmcteq leak rate - 0.10 gallons.

Bleed Back Tolerance - 0.50 gallons,

Acceptable Test Pressure: 150 percent of operating pressure but not less than 5 p.s.ig.

A line test must be performed for a minimum of one hourto be considered valid.

A copy of the actuaf test-data is enclosed: - Ptease do not hesitate to calt us if you have any questions or if
we can be of further service to you.

Sincerely

Tank Testing Techmician: - W% %_-

217 N. Napa = Spokane, WA 99202 « 1-888-747-7560 ¢ (509) 524-3206 « Fox: (609) 534-3358
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Leak DElLQi'Ct in Submersible Pump - Test at Dispenser

Operating Pump Pressure '3 p psi  (Purging Test System)
Gallous per hour rate (Leak Test Phast 1)
Line pressure with pump shut off psi (Leak Test Phase 1)
Bleed-back Test with pump off ml (Bleed-baclt Test)
Step-through time to full flow - seconds (Step-through 'Fxme)

Leak détector stays in leak search position. (Lcak Test Phase 2) Yes
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LEAX DETECTOR TEST ¥

Note: Pass = Leak detector fits test protocol !
Fail = Leak detector fails test protocol ;

Pass /X Fail :

http://fwww, vaporless.com/890%20test%20farm him AnAMAMAA
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Note: Pass = Leak detector fits test protocol
Fail = Leak detector fails test protocol

Pass ,X Fail
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Yetector in Submersible Pump - Test at Dispenser
Operating Pump Pressure 3 3' psi
Line pressure with pump shut off psi
Bleed-back Test with pump off ml

Step-through time to full flow - seconds (Step-throngh Tjime)
- Leak detector stays in leak search position. (Leak Test Phase 2) Ye§
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Leak Delectgr ir Submersible Pump - Test at Dispenser i
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1. Operating Pump Pressure 3 3 psi (Purging Test Sy:stem)

2. Gallons per hour rate (Leak Test Phasg 1)

3. Line pressure with pump shut off psi (Leak Test Phage 1)

4. Bleed-back Test with pump off mi (Bleed-back Test)

5. Step-th rough time to full flow seconds (Step-through 'Frme)

€. Leak detector stays in leak scarch position. (Lcak Test Phase 2) Yes

No
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LEAK DETECTOR TEST 1
Note: Pass = Leak detector fits test protocol :

Fail = Leak detector fails test protocol

Pass )( Fail ?
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